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SEQUENCE OF OPERATION FOR HORN / STROBES IN RESIDENTIAL SLEEPING ROOMS BASED ON

SMOKE DETECTOR ACTIVATION:

1. NAC PANELS SERVING RESIDENT ROOMS SHALL HAVE TWO TRIGGER INPUTS SERVED BY
ADDRESSABLE MODULES.

2. FACP SHALL BE PROGRAMMED SUCH THAT ACTIVATION OF A SLEEPING ROOM SMOKE
DETECTOR WILL ACTIVATE THE HORN /STROBES WITHIN THAT ROOM AND THE FEW ROOMS
THAT ARE ON THAT SAME NAC TRIGGER CIRCUIT. AS SUCH, NOT ALL RESIDENTIAL ROOMS
WILL ALARM, BUT ONLY A FEW ROOMS.

3. NOTIFICATION DEVICES THROUGHOUT OTHER AREAS OF THE BUILDING WILL NOT ALARM
UPON A SLEEPING ROOM SMOKE.
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